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SAFETY GLAZING IS REQUIRED FOR GLAZING IN
WALLS OR FENCES ENCLOSING SWIMMING POOLS
AND SPAS WHEN THE FOLLOWING TWO CONDITIONS
BOTH EXIST:

1. THE BOTTOM EDGE OF THE GLAZING IS LESS
THAN 5’ ABOVE THE SWIMMING POOL/SPA
DECKING.

2. THE GLAZING IS WITHIN 5' OF THE SWIMMING
POOL/SPA WATER EDGE.

UNDER THESE CONDITIONS SAFETY GLAZING IS

REQUIRED REGARDLESS OF THE SIZE OF THE

GLAZING PANELS.
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*SAFETY GLAZING INCLUDES TEMPERED GLAZING,
LAMINATED GLASS, OR PLEXIGLASS.
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